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DISPOSE WOOD
FRAME

METAL FRAME

CLEAR OUT
DEBRIS

REMOVABLE RODENT
SCREEN

PREFIN. GUMLIP METAL
FLASHING W/ END DAM

SEALANT

1"

4"

REMOVE & REINSTATE
AREA AS REQ'D FOR
VENT INSTALL

S/S SCREW ROUNDED
HEAD

BRACKET

FINISH:
POWDER COATED COLOUR
TO MATCH EXISTING SITE
RAILING

RODENT SCREEN:
FLATTENED EXPANDED METAL 1/2" SWD.
1" WIDE U-CHANNEL ALL AROUND W/ STAINLESS
SCREW FASTENED TO METAL FRAME.

6"

EX
IS

T.

S/S SCREWS

SCALE:
8
-

NOT USED
N.T.S.

SCALE:
9
-

NOT USED
N.T.S. SCALE:

10
B-2.01

SOUTH ELEVATION - GATE
N.T.S.

REMOVE & REINSTALL ASSEMBLY
FOR WALL BUILT OUT.

MODIFY PANEL TO SUIT WALL BUILD
OUT

MOVE BOXES.  LOCATION TO BE
CONFIRMED ON SITE.

REPLACE HINGES (2) W/ NEW TO
MATCH

ADD BASE PLATE FOR FLOOR
MOUNT.

REPLACE PAVERS WITH NEW
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4"x4" ALUM. POST

BASE PLATE

PLAN VIEW SECTION VIEW

4" ALUM. TUBE AT TOP, BOTTOM
AND SIDES

NOTE: DETAIL SHOWS DESIGN
INTENT FOR ENCLOSURE.
CONTRACTOR TO SUBMIT SHOP
DRAWINGS.

ALUM. FLAT LOUVERS SIM. TO
EXIST. FENCE ON SITE

TOP RAIL

BOTTOM RAILLOUVER SCREEN
(SEE SECTION VIEW)

GATE
(LOUVERED SCREEN)

1"

15M @ 12" O.C. EA. WAY

NEW DRAIN TILE TO CONNECT TO
NEAREST DRAINAGE SYSTEM

2'-0" 8" 10"

PEA GRAVEL BACKFILL

2 - 15M CONT. AT TOP

15M @ 16" O.C. U BARS

15M @ 12" O.C. EA. WAY

2'-
0"

7'-
0"

REFER TO SITE PLAN

8"

EXIST. TOP TIER WOOD WALL

EXIST. CONCRETE WALL

SCREEN GATE.  SEE DETAIL
4/B-4.02

OUTLINE OF GENERATOR
BEHIND

9'-0"
DOUBLE LEAF GATE

LOCATE DOOR OPENING W/
GENERATOR SERVICE PANEL

4
B-4.02

2
B-4.02

8"

3'-
6"

PROVIDE FOLLOWING GATE HARDWARE:
- HINGES: CORROSION RESISTANT COMMERCIAL GRADE WITH STAINLESS

STEEL FINISH.  (APPROVED MANUFACTURER: STANLEY, MCKINNEY
OR APPROVED EQUAL).

- STOPS: HEAVY DUTY CANE BOLT ON INACTIVE LEAF.
GATE STOPS W/ INTEGRATED RUBBER BUFFER (TWO PER GATE).

- LOCKS: HIGH GRADE DEADBOLT C/W 6-PIN CYLINDER.
- HANDLE: HEAVY DUTY PULL HANDLE WITH FACE PLATE IN STAINLESS STEEL

FINISH. BACK TO BACK ON BOTH LEAF.

EXCAVATE FOR NEW WALL &
FOOTING

RE-GRADE LANDSCAPING TO
SLOPE AWAY FROM WALL

SLOPEEXIST. GRADE

5
B-4.02

7'-
31 2"

CO
NF

IR
M 

W
/ E

LE
C.

NEW RAILING MIN. 42" HIGH
MEASURED FROM GRADE

7'-
0"

EXIST. CONC. WALL

NEW CONC. WALL W/ FACE
MOUNT RAILING BEHIND

ENCLOSURE

APPROX. EXIST. GRADE

3
B-4.02

NEW CONC. GARDEN BLOCK
WALL

EXIST. GRADE

EXIST. WOOD PLANTER WALL

FILL AREA W/ SOIL

EXIST. WOOD PLANTER WALL

EXIST. CONC. SLAB

NEW CONC. GARDEN  BLOCK WALL
(MAX. 4 ROWS) SET ON
COMPACTED GRAVEL BASE

EXIST. CONC. WALL & RAILING

TRENCH FOR GENERATOR
CONDUIT. REFER TO ELEC.

4"
TYP.

8" THICK CONC. PAD ON
COMPACTED GRAVEL
BASE

EXIST. CONC. SLABGRAVEL

3'-91
2"

11'-7"
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SCALE:
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B-4.02
GENERATOR ENCLOSURE DETAILS

1  1/2" = 1'-0" SCALE:
5

B-4.02
CONCRETE WALL FOOTING DETAIL

1" = 1'-0"

SCALE:
3

B-4.02
SECTION THROUGH GENERATOR AREA

3/8" = 1'-0"

SCALE:
1

B-2.01
GENERATOR AREA

3/8" = 1'-0" SCALE:
2

B-4.02
SECTION THROUGH PLANTER AREA

3/8" = 1'-0"

GENERATOR AREA

AND GENERATOR GATE
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